Manufacturer: Motech Industries Inc.

Model #: PVMate 7500U (240V)

Rated Maximum Continuous Output Power: 7.45 kW Night Tare Loss: 0.68 W
Vmin: 230 Vdc Vnom: 275 Vdc Vmax: 400 Vdc
Power Level (%; kW)
10% 20% 30% 50% 75% 100%
Input Voltage (Vdc) | 0.75 1.49 224  3.73 5.59 7.45 Witd
Vmin 230 94.3 96.2 965 965 959 95.2 96.0
Vnom 275 93.9 96.0 96.3 96.3 95.8 951 95.9
Vmax 400 92.7 954 959 96.0 95.5 949 95.5

CEC Efficiency = 96.0%
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Equipment Used:
Asseti# Description Mfg Model Cal Date Cal Due
EC0268 Power Analyzer N4L PPA2630 Feb. 7, 2011 Feb. 6, 2012
EC0233 Hybrid Recorder YOKOGAWA |DR 230 Nov. 18,2010 |Nov. 17, 2011
EC0229 Humidity Chamber |TERCHY MHU-800LSA  [Jul. 9, 2010 Jul. 8, 2011

Test Engineer:Alan Weng Date:Jan. 25 - Feb. 15, 2011




Minimum of 5 samples required

Inverter Efficiency Data

Specified Sample #1 Sample #2 Sample #3 Sample #4 Sample #5
Output Output | Input Output Input Output = Input Output Input Output = Input
Power | Input Voltage|| Power | Voltage | Efficiency || Power | Voltage  Efficiency | Power | Voltage | Efficiency | Power | Voltage Efficiency | Power | Voltage | Efficiency
(% of rated) (Vdc) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%)
10% Vmin 0.73 |230.05 94.32 0.73 230.05 94.32 0.73 | 230.05 94.32 0.73 230.05 94.32 0.73 | 230.05 94.32
20% Vmin 1.66 | 230.07 96.24 1.66 230.07 96.24 1.66 | 230.07 96.24 1.66 230.07 96.24 1.66 | 230.07 96.24
30% Vmin 2.47 230.08  96.55 2.47 230.08 96.54 2.47 | 230.07 96.54 2.47 230.07 96.54 2.47 | 230.07 96.54
50% Vmin 3.43 230.15 96.47 3.43 230.14 96.47 3.43 | 230.11 96.47 3.43 230.10 96.46 3.43 | 230.10 96.46
75% Vmin 5.30 229.99  95.87 5.30 229.99 95.87 5.30 | 229.99 95.87 5.30 229.98 95.87 5.30 | 229.98 95.87
100% Vmin 714 |230.06 95.16 7.14 230.07 95.16 7.14 | 230.07 95.15 7.14 230.07 95.15 714 | 230.07 95.16
10% Vnom 0.73 |275.02  93.90 0.73 275.02 93.91 0.73 | 275.01 93.91 0.73 275.01 93.91 0.73 | 275.01 93.91
20% Vnom 1.66 | 275.02  96.02 1.66 275.02 96.02 1.66 | 275.02 96.02 1.66 275.01 96.02 1.66 | 275.02 96.03
30% Vnom 246 275.08  96.35 2.46 275.08 96.34 2.46 | 275.07 96.34 2.46 275.07 96.34 2.46 | 275.07 96.34
50% Vnom 3.43 275.08 96.35 3.43 275.05 96.35 3.43 | 275.04 96.34 3.43 275.03 96.34 3.43 | 275.04 96.34
75% Vnom 5.30 | 275.11 95.81 5.30 275.11 95.81 5.30 | 275.11 95.81 5.30 275.11 95.81 5.30 | 275.11 95.82
100% Vnom 713 1 275.03  95.10 7.13 275.02 95.10 713 | 275.01 95.10 7.13 275.01 95.10 713 | 275.01 95.10
10% Vmax 0.72 |400.02 92.69 0.72 400.02 92.70 0.72 | 400.03 92.69 0.72 | 400.03 92.69 0.72 | 400.03 92.69
20% Vmax 1.65 1399.94 9540 1.65 399.94 95.39 1.65 | 399.95 95.39 1.65 399.95 95.39 1.65 | 399.94 95.38
30% Vmax 245 [399.96 95.93 2.45 399.97 95.93 2.45 | 399.96 95.93 2.45 399.95 95.94 2.45 | 399.97 95.93
50% Vmax 3.41 | 399.91 96.00 3.41 399.91 95.99 3.41 399.90 95.99 3.41 399.90 95.99 3.41 399.88 95.97
75% Vmax 5.28 |400.02 95.51 5.28 399.99 95.51 5.28 | 399.98 95.52 5.28 399.95 95.52 5.28 | 399.94 95.52
100% Vmax 7.12 1 400.12  94.90 712 400.13 94.90 712 | 400.13 94.90 712 | 400.13 94.90 712 | 400.11 94.90
Specified Sample #6 Sample #7 Sample #8 Sample #9 Sample #10
Output Output | Input Output Input Output = Input Output Input Output = Input
Power | Input Voltage|| Power | Voltage | Efficiency || Power | Voltage  Efficiency | Power | Voltage | Efficiency | Power | Voltage Efficiency | Power | Voltage | Efficiency
(% of rated) (Vdc) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%) (kW) (Vdc) (%)
10% Vmin
20% Vmin
30% Vmin
50% Vmin
75% Vmin
100% Vmin
10% Vnom
20% Vnom
30% Vnom
50% Vnom
75% Vnom
100% Vnom
10% Vmax
20% Vmax
30% Vmax
50% Vmax
75% Vmax

100% Vmax




